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OLD MID-16 MODULE TYPE MXL NO. 6 AT B. 84
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
2A01 WFS MAIN RISER LINE TB. 1 NO. 1A MID-16 NO. 1-66 6-207-01
2A02 WFS 2ND FLOOR TB. 1 NO. 2A MID-16 NO. 1-66 6-207-02
2A03 WFS 3RD FLOOR TB. 1 NO. 3A MID-16 NO. 1-66 6-207-03
2A04 WFS 4TH FLOOR/ROOF TB. 1 NO. 4A MID-16 NO. 1-66 6-207-04
2A05 WFS 1ST FLOOR TB. 1 NO. 5A MID-16 NO. 1-66 6-207-05
2A06 FCB 1ST FLR & WEST ENTRANCE TB. 1 NO. 6A MID-16 NO. 1-66 6—-207-06
2A07 FCB 2ND FLOOR TB. 1 NO. 7A MID-16 NO. 1-66 6-207-07
2A08 FCB 3RD FLOOR TB. 1 NO. 8A MID-16 NO. 1-66 6-207-08
2A09 FCB 4TH FLOOR TB. 2 NO. 1 MID-16 NO. 1-66 6—-207-09
2A10 FCB/HD ROOF TB. 2 NO. 2 MID-16 NO. 1-66 6-207-10
2A11 DSD 4TH FLOOR ATTIC TB. 2 NO. 3 MID-16 NO. 1-66 6-207-11
2A12 DSD RMS 304, 328, 310 TB. 2 NO. 6 MID-16 NO. 1-66 6-207-12
2A13 NOT USED N/A N/A 6-207-13
2A14 SD EAST CANYON SUBSTATION TB. 2 NO. 4 MID-16 NO. 1-66 6-207-14
2A15 FCB EAST CANYON SUBSTATION TB. 2 NO. 7 MID-16 NO. 1-66 6-207-15
2A16 SD—-RM 203 TB. 2 NO. 8 MID-16 NO. 1-66 6-207-16
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oLD MID—16 MODULE TYPE  |MXL NO. 6 AT B. 84 [
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS |
2M7 | MAIN RISER VALVE SUPV TB. 1 NO. 1 1B | MID-16 NO. 2-66 6-207-17
2M8 | ISO VLV SUPV 2ND FLOOR TB. 1 NO. 2 2B | MID-16 NO. 2-66 6-207-18
2A19 [ ISO VLV SUPV 3RD FLOOR TB. 1 NO. 3 38 | MID-16 NO. 2-66 6-207-19 23] +
2A20  |I1SO VLV SUPV 4TH FLOOR TB. 1 NO. 4 48 | MID-16 NO. 2-66 6-207-20 34| + ‘
2A21 | NOT USED TB. 1 NO. 5 58 | MID-16 NO. 2-66 6-207-21 35—
2A22 | PIVA RISER VLV SUPV TB. 1 NO. 6 68 | MID—16 NO. 2-66 6-207-22 25|
2A23 | SD ELEV FLOORS 1,3, 4 & ROOF | TB. 1 NO. 7 7B | MID-16 NO. 2-66 6-207-23 TO OTHER PS—5A
2A24 | SD 2ND FLOOR DOOR CLOSERS | TB. 1 NO. 8 8B | MID—16 NO. 2-66 6-207-24 TO MOD 3 — TERM 5&6 [
2A25 | SD 3RD FLOOR DOOR CLOSERS | TB. 2 NO. 1 98 | MID-16 NO. 2-66 6-207-25 |
2A26 | SD 4TH FLOOR DOOR CLOSERS |TB. 2 NO. 2 10B | MID-16 NO. 2-66 6-207-26
2A27 NOT USED TB. 2 NO. 3 11B | MID-16 NO. 2-66 6-207-27 B o
2A28 | VLV SUPV 2/3/4/ROOF HSE CAB|TB. 2 NO. 4 12B | MID-16 NO. 2-66 6-207-28
2A29  |ISO VLV SUPV 1ST FLOOR TB. 2 NO. 5 138 | MID-16 NO. 2-66 6-207-29
2A30 | SD FAP TB. 2 NO. 6 MID—16 NO. 2-66 6-207-30
2A31 | SYSTEM 3 COMMON TROUBLE 8. 2 NO. 7 MID—16 NO. 2-66 6-207-31
2A32 | MX-203 TROUBLE TB. 2 NO. 8 168 | MID-16 NO. 2-66 6-207-32
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